Design and development of biogas electrical power generation with an adaptive control mechanism for rural electrification

Vineeth Kumar Pothera Kariyat, Jijesh Jisha Janardhanan
Department of Electronics and Communication Engineering, Sri Venkateshwara College of Engineering, Visvesvaraya Technological University, Bangalore, India

ABSTRACT
The primary goal of this research is to implement a model of biogas power generation unit used for rural electrification. A biogas reactor, a microturbine, a permanent magnet synchronous generator (PMSG), a rectifier, and a permanent magnet DC motor (PMDC) make up the proposed system. The biomass used to fuel the biogas reactor is typically derived from the surplus agricultural and animal waste found in rural areas. The operation of the biogas power system, design, and detailed mathematical modeling of each segment is described in this paper. In addition to that, an adaptive control mechanism is added to improve the system stability. The MATLAB/Simulink environment is used to develop the overall biogas fueled power system and thus obtained various parameters. The observation in the development has shown an improvement in biogas power generation unit’s suitability for standalone applications such as water pumping in rural area.

This is an open access article under the CC BY-SA license.

1. INTRODUCTION
Renewable energy sources such as biomass are becoming increasingly important to address the rising energy demand. Solar energy is used to create biomass, which has a strong potential to replace fossil fuels. It includes the main advantage of biomass over other renewable energy sources (RES) is the easiness of storage. It can deliver a constant and non fluctuating supply of electricity and heat. Biomass is burned to produce heat and electricity or biofuel. The energy from biomass is extracted using fuel combustion, gasification, digestion, and fermentation. In this research work, the biogas extracted from biomass using the fuel combustion process is considered. Converting biomass to electrical energy can be done in different ways. The major challenges of the biogas fuel-powered system are discussed here. Anaerobic digestion (AD) is one of the popular methods to extract biogas from biomass. AD takes place without the presence of oxygen. But the implementation of the AD process is quite complex due to the following reasons: variation of input variable leads to damage to bacterial life, AD process [1], is non-linear, compound, and high dimensional. The performance of a biogas reactor depends on the volume of the reactor, type of biomass used, and moisture content. In this regard, biogas fuel-powered systems must be adjusted to assure safety, increase efficiency, and reduce costs. The main functions of control algorithms are: to regulate the produced methane flow with respect to load and keep the volatile fatty acid concentration at a safe limit.

There are different methods to simulate and model biogas fuel lower systems. Biogas fuel power system consists of biogas reactor, microturbine, permanent magnet synchronous generator (PMSG) 3-φ
uncontrolled rectifier, and DC pump. Hill’s model describes detailed modeling of biogas reactor and analysis of methane gas production with respect to time. It is observed that analysis of only the dairy manure-based biogas power generation system [2], is explained in hill’s model. Fawzy et al. [3], described the steady-state and dynamic model of the AD process and estimated the importance of pH value during the AD process. Kasinath et al. [4], presented the four processes involved in biogas reactor and estimated the relation of each process. Hampel and Braun [5], Achinas et al. [6] used a genetic algorithm optimization model to find the relationship between methane gas output and electrical power output in a biogas fuel power system. In this analysis as the methane output increases from the biogas reactor the power output of the system increases. Kim et al. [7], describes model predictive control (MPC) which is used as the best control of the AD process in a biogas reactor. By using the state space model the MPC algorithm is developed. MPC helps in detecting the control inputs which results in system behavior prediction based on load change. The microturbine has the following advantages: less number of moving parts, lightweight, greater efficiency, and ability to utilize waste fuel [8]. Oppong et al. [9], describe mathematical equations for the modeling of microturbine. The control parameters are fuel temperature, speed of the turbine, acceleration fuel flow, and torque. PMSG is one of the best choices for biogas fuel power systems due to the following reasons: no requirement of external excitation, reduced conductor losses, high reliability, and efficiency [10]. The mathematical modeling of the PMSG is described in the research paper [11]. A permanent magnet synchronous generator, microturbine with adaptive control, power diode rectifier, and permanent magnet dc motor are all included in the proposed system as independent models. Each model in this system is integrated, and the energy flow is verified. Depending upon the application, each model can be used individually or in combination. Hence, the proposed system is appropriate for rural areas where the traditional grid is not practical.

The main contents of this manuscript briefly discuss upon: i) the mathematical model of biogas reactor, microturbine, PMSG, three phase uncontrolled rectifier, and DC pump; and ii) the adaptive control of biogas fuel power system. The section 2 covers system details; section 3 explains the modeling of the biogas fuel power system. The section 4 discusses simulation results. The last section concludes the research work.

2. RESEARCH METHOD

The biogas fuel power system consists of biogas reactor, microturbine, PMSG, three phase rectifier, and DC pump [12]. The schematic representation of the biogas power generation unit is shown in Figure 1. It can be observed that Figure 1(a) represents the general block diagram of biogas power generation, and Figure 1(b) represents the steps involved in the AD process of the biogas reactor. Each stage of the AD process is briefly described here.

![Biogas Power Generation Diagram](image)

Figure 1. The biogas power generation; (a) general block diagram and (b) AD process in biogas reactor

The biogas reactor is a part of biogas fuel power system which converts biomass such as dairy manure into biogas in the absence of oxygen. The biogas output is given to the combustion chamber, and combustion occurs. The air compressor produces high pressurized air, which helps to increase the temperature of the combustion chamber. Thereby high-pressure steam is produced, which is capable of operating the microturbine. The excess heat produced in microturbine is reutilized using a heat exchanger and supplied back
to the combustion chamber to improve fuel combustion efficiency. It improves the overall efficiency of the microturbine. The processes involved in the biogas reactor are briefly described here.

2.1. Hydrolysis

Hydrolysis is the first step of AD. AD is the process that takes place without the presence of oxygen. In hydrolysis process, insoluble complex biomass is converted into the soluble organic compound in the presence of hydrolytic bacteria, proteins, lipids, and carbohydrates are all transformed into sugars, ammonia acids, and fatty acids in this process.

2.2. Acidogenesis

The process of converting soluble organic compounds to short chain fatty acid and alcohol is known as acidogenesis process. Acidogenesis is the second stage of the anaerobic digestion process also known as fermentation process. The bacteria involved in this process are known as acid formers. The water and acetic acid (CH₃COOH) are transformed into hydrogen (H₂) and carbon dioxide (CO₂) at the end of this process.

2.3. Acetogenesis

Acetogenesis is the third stage of the AD process. Carbon dioxide, acetic acid and hydrogen are formed from short-chain fatty acid and alcohol is known as acetogenesis. It involves the hydrogenation and dehydrogenation process.

2.4. Methanogenesis

Methanogenesis is considered the last phase of the AD process. The end product of methanogenesis is methane gas (CH₄), carbon dioxide (CO₂), and water (H₂O). The methanogenesis process has two stages. In the first stage, acetic acid is converted into methane, and in the second stage, hydrogen is converted into methane by utilizing carbon dioxide. The overall anaerobic digestion process in the biogas reactor is shown in the Figure 1(b). Daily manure is fed into the biogas digester. Biogas is produced after the retention period. In general retention period for diary, manure is around 45 days. The fixed dome type biogas reactor is generally used for power generation. In fact, the methane gas output depends on the temperature of the reactor (Treact), the reactor volume (V), summation of volatile fatty acids concentration in reactor (Sᵥ), methanogens concentration (Xmeth), and constant monod half velocity for methanogens (Kc). Amount of methane gas from the biogas reactor is given by the (1).

\[ F_{meth} = V \left[ \frac{(0.013T_{react} - 0.129)}{K_{sc} + 1} \right] K_4 X_{meth} \] (1)

Let the volume of the reactor (V) is 20 m³, reactor temperature (T_react) is 950 °C, net volatile fatty acids concentration in reactor (Sᵥ) is 85, methanogens concentration (Xmeth) is 0.35 kg/m³ and constant monod half velocity for methanogens (Kc) is 21.5. To calculate the amount of methane gas output a constant (c) 35.4 is taken into consideration. The ratio of Fmeth and constant (c) gives the total amount of biogas generated. Therefore by substituting above mentioned parameters in the (1), the total amount of biogas is 6.33 m³. The concentration of various biomass are shown in Table 1.

<table>
<thead>
<tr>
<th>Sl. No</th>
<th>Types of biomass</th>
<th>Concentration (kgm⁻³)</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>Dairy manure</td>
<td>0.36</td>
</tr>
<tr>
<td>2</td>
<td>Poultry</td>
<td>0.7</td>
</tr>
<tr>
<td>3</td>
<td>Beef</td>
<td>0.65</td>
</tr>
<tr>
<td>4</td>
<td>Swine</td>
<td>0.9</td>
</tr>
</tbody>
</table>

The concentration is directly proportional to the volume of methane output. It is observed that swine feed has the highest concentration, and it takes less period to produce constant methane output. In the case of diary manure and beef feed, it takes a more extended period to deliver constant methane.

2.5. Modeling of microturbine with adaptive control

Microturbines are smaller gas combustion turbines with a high-speed range and a power rating of 25-500 kW. It operates based on the brayton cycle in thermodynamics. Microturbines are relatively vibration-free and have low noise thereby it is easy to handle. Various fuels such as biodiesel, kerosene, natural gas and biogas are used. Microturbines’ (MT’s) adaptive control mechanism [13], includes compressor-turbine model, acceleration control, fuel flow control, temperature control, and governor speed control.

2.5.1. Speed control of microturbine

The MT’s primary control mode under partial load conditions is speed control. It estimates the speed-accuracy by calculating difference between reference speed (1 PU) and rotor speed of synchronous generator. The lag-lead compensator’s transfer function is used to model speed control. Output of a droop governor is in proportion to the speed error. Speed error signal is given to the input of the controller. The error signal is proportional to the rate of change in the controller’s output. Any increase in load causes a speed reduction, which will affect the system’s stability. Here, the adaptive control plays a major role. Figure 2 illustrates the microturbine’s adaptive control mechanism, which makes the system stable regardless of sudden load variation. The block diagram of turbine speed control is as described in Figure 2(a). Here, K is the controller gain, T₁ is the constant governor lead time, T₂ is the constant governor lag time, and Z is the constant that represents governor mode. In this speed controller, the values of parameters are T₁=0.4, T₂=1, Z=3, and K=25 respectively.

2.5.2. Temperature control of microturbine

The temperature controller at a predetermined firing temperature maintains the output power of the gas turbine, irrespective of atmospheric temperature and biogas fuel properties. When biogas is burned in a combustion chamber, heated exhaust gases are produced. The exhaust gases temperature is calculated by a thermocouple’s series embedded in radiation shields. The thermocouple output gives the actual temperature value in the microturbine, which is compared with the reference value of microturbine temperature. If the difference between actual and reference temperature is positive, the output of the temperature controller will obtain a high value. Conversely, if the actual and reference temperature difference is negative, the temperature controller’s output will receive the least value. When the signal is more depressed than the output of a speed controller, the previous value will drop through the least value gate (LVG), restricting the turbine’s power. The exhaust temperature is given as the input temperature to the temperature controller and the temperature control signals output is given to LVG. Temperature is another important parameter for the adaptive control mechanism illustrated in Figure 2. The temperature controller integration is T₅, time constants linked with the radiation shield are T₃ and thermocouple T₄ respectively, and the radiation shield constants K₁, K₂, and time constant of temperature controller T₂ [14], as shown in Figure 2(b). The values of parameters in the temperature controller are as follows: T₃=15, T₄=2.5, T₂=3.3, K₁=0.8, and K₂=0.2.

2.5.3. Acceleration control of microturbine

The acceleration control is used to find out the acceleration of the rotor before microturbine comes to its rated speed. The input signals for an LVG are generated by these control functions. There are three inputs to LVG: speed, acceleration, and temperature. The smallest among three inputs is provided to the fuel compressor turbine unit. Figure 3 depicts the adaptive control mechanism by considering acceleration and fuel system. Figure 3(a) illustrates the block diagram for acceleration control.

2.5.4. Fuel system control

The significant components of fuel system control are the actuator and fuel valve. From the fuel system actuator, the fuel is supplied through the valve positioner. The transfer function of fuel valve positioner’s is stated in (2).

\[ E₁ = \left( \frac{k_v}{T_0S+C} \right) F_d \] (2)
Where, $E_1$ is the output of valve positioner, $K_v$ is the gain of valve positioner, $T_v$ is the time constant of valve positioner, $F_d$ is the input of valve positioner, and $C$ is the constant for transfer function. The values of $K_v$, $T_v$, and $C$ are 0.05, 1, and 1 respectively. The transfer function of fuel system actuator is given in (3).

$$W_f = \left( \frac{K_f T_f S + C}{T_f S + C} \right) E_1$$  \hspace{1cm} (3)

Where, $W_f$ denotes fuel demand signal per unit, $K_f$ represents fuel system actuator gain, $T_f$ indicates fuel system actuator time constant, and $E_1$ is the output of valve positioner. The values of $K_f$, $T_f$ are 1 and 0.04 respectively. The output of the least value gate is the minimum required fuel at a given operating point $V_{ce}$, this output is provided into the fuel system. The second input to the fuel control system is speed of turbine ($N$) shown in Figure 3(b). $V_{ce}$'s per unit value is proportional to the per unit value of mechanical power on the turbine at stable conditions. Operating point is $V_{ce}$ as well as the lowest amount of fuel flow at no load is $K_3$.

![Figure 3. Adaptive control mechanism; (a) acceleration control and (b) fuel system control](image)

### 2.5.5. Compressor-turbine model

The compressor helps to increase the gas pressure by reducing its volume. Here it supplies sufficient air to the combustion chamber and thereby combustion, takes place. At the end of this process, biogas is produced. The compressor turbine model block diagram is given in Figure 4.

![Figure 4. Compressor turbine model](image)

Mechanical torque developed from the turbine is as discussed in (4):

$$T = K_n(W_f - 0.23) + 0.5(1 - N)$$  \hspace{1cm} (4)

temperature of the turbine is given by the mathematical expression (5).

$$T_x = T_R - 700(1 - W_f) + 550(1 - N)$$  \hspace{1cm} (5)
In (4) and (5), $K_H$ is the coefficient depends on enthalpy, $N$ denotes the speed of turbine, $W_f$ indicates fuel, and $T_R$ represents reference temperature. The complete MATLAB/Simulink model of microturbine is shown in Figure 5. There are five important mechanical parameters considered in adaptive control mechanism.

The adaptive control mechanism integrates governor speed control, fuel control system, acceleration control, temperature control system, and compressor turbine system. The output torque obtained from the microturbine is the function of speed, acceleration, fuel flow, and the temperature of the microturbine. It is observed that Figure 5 shows the integration of governor speed control, fuel control system, acceleration control, temperature control system and compressor turbine system.

![Figure 5. Simulink model of microturbine system](image)

2.6. Modelling of permanent magnet synchronous generator

The microturbine is coupled with a four-pole high-speed PMSG with a non-salient rotor type to generate AC power in this research work. The generators’ electrical and mechanical components are represented using a second-order state-space modeling approach [15]. The stator flux is intended to be sinusoidal. The rotor of PMSG is made up of a permanent magnet, and the stator is made up of silicon steel. The stator is connected to the load. The stator’s 3-φ sinusoidal winding produces a synchronously revolving air gap flux. When a micro turbine [16], [17], rotates the PMSG, the stator windings produce balanced three-phase sinusoidal voltages. In case of PMSG, the dynamic model is produced from the two-phase synchronous reference frame, in which the direct axis is lagging 90° with the quadrature axis for the direction of rotation. To synchronize direct and quadrature axis rotating frame phase-locked loop (PLL) is used. The PMSG configuration [18], can be expressed using (6) and (7), respectively.

\[
\frac{d}{dt}i_d = \frac{1}{L_d}V_d - \frac{R}{L_d}i_d + \frac{L_d}{L_d} p \omega_r i_q
\]

\[
\frac{d}{dt}i_q = \frac{1}{L_q}V_q - \frac{R}{L_q}i_q - \frac{L_d}{L_q} p \omega_r i_d - \frac{P_{tar}}{L_q}
\]

The following assumptions were made for the operation of PMSG: i) stator windings are considered symmetrical, ii) damper windings are not considered, and iii) capacitive effect is neglected. By neglecting core losses, d-q axis voltage are written in (8) and (9), respectively:

\[
V_d = R i_d + L_d \frac{d}{dt}i_d - \omega_r L_i q
\]

\[
V_q = R i_q + L_q \frac{d}{dt}i_q + \omega_r L_i d + \omega_r
\]

the (10) describes the electromagnetic torque developed in the machine air gap.

\[
T_e = \frac{3}{2} P (i_q + (L_d - L_q)i_d i_q)
\]
Where the quadrature-axis voltage is \( V_q \), the direct-axis voltage is \( V_d \), the quadrature-axis current is \( i_q \), the direct-axis current is \( i_d \), the quadrature-axis inductance is \( L_q \) (165 µH), the direct-axis inductance is \( L_d \) (165 µH), the stator winding resistance is \( R \) (12.5 Ω), the angular speed of rotor is \( \omega_r \) (70,000 rpm) and the number of poles is \( P \) (4 numbers). The main objective of this work is to develop the rural electrification system. The application selected for this work is DC water pumping. Therefore, the output of PMSG is connected to three phase diode rectifiers. The AC power to DC power is converted using three-phase uncontrolled diode rectifier. The output of the diode rectifier is given to the DC pumping unit.

### 2.6.1. Three phase uncontrolled diode rectifier

A three-phase uncontrolled diode rectifier is a power electronic circuit that converts three-phase AC power into DC power. The output of PMSG is connected to three-phase rectifiers, and rectified output is supplied to the PMDC motor. The mathematical model of the DC segment of the biogas-fueled power system is shown in Figure 6. The mathematical model of the DC segment of the biogas-fueled power system is shown in Figure 6. PMSG output is rectified and supplied to the PMDC, shown in Figure 6(a).

The diode rectifier is operated in continuous conduction mode. The diodes \( D_1, D_3 \) and \( D_5 \) is categorized into a positive group whereas the diodes \( D_4, D_6 \) and \( D_2 \) are considered as negative group. In this regard, at least one diode from each group must operate. The three-phase rectifier operates in six different conduction modes and each diode conducts at 120°. The operating sequences of diodes are \( D_1D_2, D_2D_3, D_3D_4, D_4D_5, D_5D_6 \) and \( D_6D_1 \). Hence a constant DC voltage appears across PMDC motor. The main advantage of a three-phase uncontrolled diode rectifier is reduced ripple content at the output. Therefore, no additional filter is needed for the system [18].

### 2.6.2. Permanent magnet dc motor (PMDC)

DC motors are used where the load requires high starting torque and a wide speed range. A “PMDC” is a DC motor type that uses a permanent magnet to generate the magnetic field required for DC motor operation [19], [20]. Field control of this DC motor type is impossible because a permanent magnet’s magnetic field strength is fixed and cannot be changed externally. The rating of PMDC used in this work is 187 W, 24 V. In the mathematical modelling of the DC segment of biogas fueled power system shown in Figure 6, Figure 6(b) represents the equivalent circuit of PMDC. The following parameters are considered from the equivalent circuit: \( V_a \) is the input to PMDC, \( R_a \) and \( I_a \) are the armature resistance and current respectively, \( L_a \) is the inductance of armature winding and \( E_b \) is the self induced emf. Let \( J \) is the motor’s moment of inertia (kgm²), \( \omega \) is the angular speed of the motor in rad/sec, \( B \) is the coefficient of viscous friction (Nm-s/rad), \( k_b \) is the constant back emf, and \( k_t \) is the constant torque. The mathematical equations corresponding to electrical segments are written using KVL:

\[
V_a = R_a I_a + L_a \frac{dI_a}{dt} + E_b 
\]

(11)

\[
E_b = k_b \omega 
\]

(12)

the using newton’s second law, mathematical related to mechanical segments are given in (13) and (14).

\[
T_e = J \frac{d\omega}{dt} + B \omega + T_L 
\]

(13)

\[
T_e = k_t I_a 
\]

(14)

![Figure 6. Mathematical model; (a) three phase diode rectifier and (b) PMDC motor](image-url)
3. RESULTS AND DISCUSSION

The MATLAB/Simulink model [21] of the biogas fuel power system is illustrated in Figure 7. Biogas power generation system consists of biogas reactor, microturbine, PMSG, a three-phase rectifier supplied with a PMDC motor [22]-[25]. Figure 7 represents the complete model of biogas fueled power generation system that provides power to the DC water pump. The process of methanogenesis generates methane gas. The inputs to the microturbine are actual speed and the reference speed per unit to get torque as output. The output of the microturbine is coupled with PMSG. The output of PMSG is supplied to a step-down transformer. Later on, the output of step-down transformer is connected to the three-phase uncontrolled rectifier, which is used to provide the PMDC motor.

![Simulink model of biogas fuel power system](image)

Biogas power generation system parameters such as rotor speed, electromagnetic torque, frequency of power generation, the power delivered to the resistive load, output current, and output voltage of PMSG are plotted using MATLAB/Simulink software. The waveforms of biogas power generation system parameters are shown in Figures 8-11 respectively. Figure 8(a) shows the relation of rotor speed of PMSG versus simulation time. In this graph, the rotor speed becomes 70,000 rpm at 2 seconds. The rotor speed is steady after 1.5 s. As the load increases, the speed of the microturbine comes down slightly. However, the adaptive control system maintains the system stable irrespective of sudden changes in the load. Whenever the load increases, the torque of the microturbine is also increasing. Figure 8(b) shows electromagnetic torque produced by the microturbine. The magnitude of electromagnetic torque is estimated as -650 N·m. The electrical characteristics, such as frequency of power generation and power available across the load, illustrated in Figure 9. The frequency of generated voltage is given in Figure 9(a). It is observed that torque is steady once the methane reaches a constant volume. The model responds effectively when the torque changes in response to changes in load.

![Mechanical characteristics](image)

(a) Rotor speed (rpm) 70000 rpm
(b) Electromagnetic Torque (Nm)

Figure 8. Mechanical characteristics; (a) rotor speed and (b) electromagnetic torque
It is obtained that the frequency of generated voltage is within the limit. The permissible grid frequency tolerance is ±3%. The total amount of power delivered to the load is given in Figure 9(b). The magnitude of the power delivered to the load is 260 kW.

![Figure 9](image1.png)

**Figure 9.** Electrical characteristics; (a) frequency of generated voltage in PMSG and (b) load power

The obtained value of line voltage is 1 PU. The voltage becomes steady at 1s, as indicated in Figure 10(a). The obtained value of current is displayed in Figure 10(b). The value of current passing through the load is 2.2 PU and becomes steady after 1.1s.

![Figure 10](image2.png)

**Figure 10.** Electrical characteristics; (a) line voltage in PMSG and (b) line current in PMSG

The rating PMDC motor selected for this application is 187 W, 24 V. The terminal voltage obtained across the motor is 24 V. The terminal voltage of the DC motor is stable at 1.5 s, as shown in Figure 11(a). The graph of methane gas production to the number of days is given in Figure 11(b). The amount of methane gas production in the dairy manure-based biogas reactor for the retention period is plotted in Figure 11(b). The amount of methane output is expressed per unit value, and the retention period is expressed in terms of the number of days. It is observed that the methane gas production is stable after 20 days of the retention period. The amount of methane out varies depending on the type of biomass used. Table 1 provides the information on the concentration of biodegradable contents in various biomass inputs. The methane out depends on the amount of biodegradable concentration in the biomass. The detail of experimental validation is described here.

![Figure 11](image3.png)

**Figure 11.** Parameters of biogas power generation; (a) output voltage of PMDC motor and (b) retention period
The experimental validation of the real-time biogas power generation system is being examined at the Siddhavana Gurukula in the Mangalore district of Karnataka, India is illustrated in Figure 12. In the system, a fixed dome type biogas reactor is employed. This biogas reactor’s biomass input is cow dung. The reactor has a 20 m³ volume, and the biogas reactor typically produces 6.33 m³ of methane. Reactor temperature in this plant is kept at up to 950 °C, and retention times vary from 25 to 45 days.

Figure 12. Experimental validation of biogas power generation

4. CONCLUSION
This research work explains the mathematical modeling of the biogas fuel power system based on adaptive control. The major components of the biogas fuel power system are modeled in detail. Initially estimated the volume of methane gas produced by the biogas reactor. Modeled microturbine with adaptive control in the second stage. The mechanical parameters such as load torque and speed are obtained. The rectified output from the microturbine is used to power the permanent magnet synchronous generator and the permanent magnet synchronous motor, respectively. It is observed that the system responds with respect to variations in the load. The electrical parameters such as frequency of generated voltage, output voltage, output current, and generated DC voltage across DC motor are obtained. Also studied the relation of methane gas output to the retention period. The experimental findings show that the retention time varies between 25 and 45 days. The results say that parameters are within the tolerance band, and the model works correctly. Hence the biogas fuel power system with the adaptive control system is suitable for rural electrification purposes such as DC water pumping applications especially in rural area.

ACKNOWLEDGEMENTS
We acknowledge to Visvesvaraya Technological University, Belgaum, Karnataka, India for support in completing this research work successfully.

REFERENCES


---

**BIOGRAPHIES OF AUTHORS**

Vineeth Kumar Pothera Kariyat is currently working as an assistant professor in the department of electronics and communication engineering at Sri Venkateshwara College of Engineering, Bengaluru, Visvesvaraya Technological University, India. He received M.Tech. degree in power and energy from Amrita Vishwavidyapeetham University, Coimbatore, Tamil Nadu, India. His area of interest includes power electronics and renewable energy resources. To his credit prolifically published eight papers in international conferences and three reputed international journals. He can be contacted at email: vineethkumarpk@gmail.com.

Dr. Jijesh Jisha Janardhanan is currently working as Professor and HoD in the Electronics and Communication Department at Sri Venkateshwara College of Engineering, Visvesvaraya Technological University, Bangalore. He received the B. Tech. degree in Electronics and Communication Engineering from Kannur University, Kerala in 2011. He received M.Tech. degree in power and energy from Amrita Vishwavidyapeetham University, Coimbatore, Tamil Nadu, India. His area of interest includes power electronics and renewable energy resources. To his credit prolifically published 53 publications in his credit in various prestigious journals. His area of interest includes wireless communication, VLSI, and renewable energy sources. He can be contacted at email: jjijeshji@gmail.com.